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Electronic Alternate Feed Switches

Capacity:  83 MVA
Present Max Load:  30 MVA
(Includes existing Industrial loads)
Present Excess Capacity:  53 MVA

Capacity:  40 MVA
Present Max Load (without existing Industrials):  27 MVA
Present Max Load (Including backfeed of existing Industrials):  35 MVA
Present Excess Capacity:  5 MVA
(includes existing industrial loads)

Pella

Former Webasto

Vanderbilt Chemical

Proposed New  Industry

1 M
ile

 to
 N

ew
 In

du
str

y

4.9 Miles to Multiple feed Point

4.4 Miles to Multiple feed point

Stella Sub

East Murray Sub

Feeds to Proposed New Industry

Legend
![ Proposed Industry

Feed from Stella Substation
Feed from East Murray Substation
Common Feed from Stella or East Murray Substations

! ! Transmission_TVA_69kv
! ! Transmission_TVA_161kv
switches

<all other values>
open
"& no
"& yes

³
Text

Note1:  Normal feed for all Industrials is from Stella Substation; a total distance of 5.4 miles.
Note2:  Alternate feed is from East Murray Substation; a total distance of 5.9 miles.


